VICTORIA ELECTRIC COOPERATIVE
METER LOOP DESCRIPTION

The design is applicable for standard 30' pole. Should conditions dictate the use of a shorter or Ionger pole,
cerrectwe measures can be applied to conduit and wire length.
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